Experimental and Numerical Study to Enhance of Heat Transfer Coefficient in Air Flow Using Microchannel

Jalal M. Jalil  Ghada A. Aziz  Amjed A. Kadhim

Electromechanical Engineering Department, University of Technology, Baghdad, Iraq

jalamjail@gmail.com  aamjed387@gmail.com

Abstract

Experimental and numerical study of fluid flow and heat transfer in microchannel airflow is investigated. The study covers changing the cooling of micro-channel for the velocities and heater powers. The dimensions of the microchannel were, length = 0.1m, width = 0.001m, height = 0.0005 m. The experimental and numerical results were compared with the previous paper for velocities up to 20 m/s and heater powers up to 5 W and the comparison was acceptable. In this paper, the results were extended numerically for velocities up to 60 m/s. The numerical solution used finite volume (SIMPLE algorithm) to solve Navier Stokes equations (continuity, momentum and energy). The results show that the heat transfer coefficient increases up to 220 W/m² °C for velocity 60 m/s.

Keywords: - Rectangular channel, Micro-channel, CFD, 3D Simulation, Heat transfer coefficient.

Nomenclature

<table>
<thead>
<tr>
<th>Symbol</th>
<th>Description</th>
</tr>
</thead>
<tbody>
<tr>
<td>cp</td>
<td>specific heat J/(kg K)</td>
</tr>
<tr>
<td>DH</td>
<td>hydraulic diameter (m)</td>
</tr>
<tr>
<td>Hch</td>
<td>channel height (m)</td>
</tr>
<tr>
<td>HHE</td>
<td>exchanger height (m)</td>
</tr>
<tr>
<td>K</td>
<td>thermal conductivity (W/m K)</td>
</tr>
<tr>
<td>L</td>
<td>channel length (m)</td>
</tr>
<tr>
<td>M</td>
<td>mass flow rate (kg/s)</td>
</tr>
<tr>
<td>Q</td>
<td>heat transfer rate (W)</td>
</tr>
<tr>
<td>T</td>
<td>temperature (°C)</td>
</tr>
<tr>
<td>ts</td>
<td>separating wall thickness (m)</td>
</tr>
<tr>
<td>U</td>
<td>x-component velocity (m/s)</td>
</tr>
<tr>
<td>V</td>
<td>y-component velocity (m/s)</td>
</tr>
<tr>
<td>W</td>
<td>z-component velocity (m/s)</td>
</tr>
<tr>
<td>VGs</td>
<td>vortex generator shapes</td>
</tr>
<tr>
<td>Wch</td>
<td>channel width (m)</td>
</tr>
<tr>
<td>A</td>
<td>cross-sectional area of the flow(m²)</td>
</tr>
<tr>
<td>P</td>
<td>wetted perimeter</td>
</tr>
<tr>
<td>ε</td>
<td>heat exchanger effectiveness</td>
</tr>
<tr>
<td>μ</td>
<td>dynamic viscosity (Pa.s)</td>
</tr>
<tr>
<td>ρ</td>
<td>density (kg/m³)</td>
</tr>
<tr>
<td>α</td>
<td>aspect ratio</td>
</tr>
<tr>
<td>T_out, T_in</td>
<td>outlet and inlet air Temperature, (°C)</td>
</tr>
<tr>
<td>v</td>
<td>kinematic viscosity of air (m²/s)</td>
</tr>
<tr>
<td>X</td>
<td>axial coordinates (m)</td>
</tr>
<tr>
<td>Y</td>
<td>horizontal coordinates (m)</td>
</tr>
<tr>
<td>Z</td>
<td>vertical coordinates (m)</td>
</tr>
<tr>
<td>CV</td>
<td>Control Volume</td>
</tr>
<tr>
<td>FVM</td>
<td>Finite Volume Method</td>
</tr>
<tr>
<td>T.H</td>
<td>thermal –hydraulic</td>
</tr>
</tbody>
</table>
1. Introduction

The development in the techniques of micromachining in the recent years, especially in the microprocessor, it needs high accuracy and exact design of these techniques tends to have very small cooling system, which depends on work on the micro-channels techniques. Micro-channel is a device contains fluid channels with microscale dimensions; entrench in the surround solids with heating sources. Micro-channel cooling technology developed for the first time by [1]. Their distribution of water in the microfabricated channel, in silicon chip; they were to reach a thermal flow of 790 W/cm². [2]. Numerically looked into the actual circulation as well as heat move transfer within parallel circulation micro-channel heat exchangers with regard to thermally building laminar circulation within two parallel rectangles-shaped stations. [3]. investigated heat transfer of boiling flow with the two cooling systems R-245fa or R-134a in a microchannel, cold are evaporators, the range of rectangular micro-channels of HD 1.09, 0.54 mm with countenance ratio 2.5 are considered. [4]. Studied a transfer of the heat characteristics in wavy micro-channel (WMCHS) with a rectangular cross-section with different wavy filed from 125 to 500 μm were numerically scrupulous, on the basis (FVM) of the equations for the 3D. [5] Studied the effect of 3D, heat transfer and laminar flow during the micro-channel within a modern design (vortex generator (VGs, the best performance was found in the numbers Reynolds (Re < 600)a thermal-hydraulic(T.H) a radius of 30 μm but they have hoped to get good values up to 150 μm. [6] Studied the flow boiling heat transfer, pressure drop in a copper multi-parallel microchannels heat sink using R134a as a working fluid with dimensions of 300 μm wide, 700 μm deep and 209 μm separating wall thickness made of oxygen-free copper by CNC machining and was 20 mm long and 15 mm wide and hydraulic diameter of 420 μm. Wall heat flux (5–120) kW/m², mass flux 50–300 kg/m²s and system pressure 8.5–12.5 bar. [7] Studied design, fabrication, and experimental characterization of a novel additively manufactured air-water heat exchanger for dry cooling of power plants. The heat exchanger consists of manifold-microchannels on the air side and rectangular channels on the water side in a cross-flow configuration. By using additive manufacturing, the manifold-microchannel heat exchanger can be fabricated as a single component, which eliminates the assembly process. Three prototype heat exchangers were fabricated using direct metal laser sintering (DMLS) out of stainless-steel (SS17-4), titanium alloy (Ti64), and aluminum alloy (AlSi10Mg). [8] Studied single-phase heat transfer in a compact cross-flow microchannel heat exchanger, with air flowing through the heat exchanger to remove heat from a closed-loop flow of refrigerant R245fa. The 1 cm³ heat exchanger was monolithically fabricated from a block of copper alloy, used microelectrical-discharge machining. Air carrying channels of diameter 520 lm were oriented in cross-flow to the refrigerant-carrying channels of size 2.0*0.5 mm². High-speed air flowed with Reynolds number between 1.2* 10⁴ and 2.05* 10⁴, which corresponded to air speeds between 20 and 100 m/s, refrigerant flowed at Reynolds number between 1000 and 2300. In the present work, the experimental and numerical study will be utilized to founded the enhancement of transferring heat in micro-channel with air working fluid. Experimental and numerical investigation includes study changing of inlet air velocity and heater power.
2. Experimental setup

The experimental rig is photographically shown in Fig1. The present study has been conducted in the experimental preparation of a well-equipped single phase air flow, which is able to probe fluid flow and heat transfer characteristics of several air flows working in a wide range of operating conditions. With the control of the speed fan by using the Arduino circuit [9] as shown in Table 1. The lower base of the microchannel is of a rectangular shape. At first, connect the electrical accessories to electrical power. Run the blower to deploy the air in the gap of test, a mechanical gate was used to regulate the wanted of inlet air velocity. Operate the electric heaters and select input power limit which check by using Voltage Regulator. A steady state for identical temperature distribution is reached on the internal surface of micro-channel (which takes 60m of the beginning of operation). Record the result of temperatures.

Table 1.1 Dimensions of the microchannel

<table>
<thead>
<tr>
<th>Description</th>
<th>Symbol</th>
<th>Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>Channel Width</td>
<td>(w_{ch})</td>
<td>1 mm</td>
</tr>
<tr>
<td>Height of channel</td>
<td>(H_{ch})</td>
<td>0.5 mm</td>
</tr>
<tr>
<td>Length of channels</td>
<td>(L)</td>
<td>100 mm</td>
</tr>
<tr>
<td>Distant Between the channel</td>
<td>(W_w)</td>
<td>3.5 mm</td>
</tr>
<tr>
<td>Thickness of micro-channel base plat</td>
<td>(H_b)</td>
<td>2 mm</td>
</tr>
<tr>
<td>hydraulic diameter</td>
<td>(D_h)</td>
<td>0.660 mm</td>
</tr>
<tr>
<td>Number of channels</td>
<td>(N)</td>
<td>10</td>
</tr>
</tbody>
</table>

3. Numerical work

The physical model of the microchannel; air enters the channel from the left side with inlet temperature (Tin) which is assumed equal to the uniform room air temperature. Hot air exits from the right side at outlet temperature (Tout). The microchannel has a simple rectangular channel. The mathematical formulation of the fluid flow problem is governed by basic conservation of mass, momentum and energy equations. Laminar flow is beheld in the present study. The following assumptions have been made:

1- Three-dimensional of conservation equations.
2- Steady-state incompressible flow.
3- Conducted three–dimensional heat transfer through microchannels block.
4- Airflow in the channel has been considered Laminar.
5- All properties are estimated at an average temperature.

The governing Navier Stokes equations (continuity, momentum, and energy) in Cartesian Coordinates are as follows [10].
Equation of continuity:
\[
\frac{\partial}{\partial x} (\rho u) + \frac{\partial}{\partial y} (\rho v) + \frac{\partial}{\partial z} (\rho w) = 0
\]  
(1)

Equations of momentum:

X-direction (U Momentum)
\[
\frac{\partial}{\partial x} (uu) + \frac{\partial}{\partial y} (uv) + \frac{\partial}{\partial z} (uw) - \frac{1}{\rho} \frac{\partial P}{\partial x} + \left( \frac{\partial^2 u}{\partial x^2} + \frac{\partial^2 u}{\partial y^2} + \frac{\partial^2 u}{\partial z^2} \right)
\]  
(2)

Y direction (V Momentum)
\[
\frac{\partial}{\partial x} (vu) + \frac{\partial}{\partial y} (vv) + \frac{\partial}{\partial z} (vw) = -\frac{1}{\rho} \frac{\partial P}{\partial y} + \left( \frac{\partial^2 v}{\partial x^2} + \frac{\partial^2 v}{\partial y^2} + \frac{\partial^2 v}{\partial z^2} \right)
\]  
(3)

Z direction (W Momentum)
\[
\frac{\partial}{\partial x} (uw) + \frac{\partial}{\partial y} (vw) + \frac{\partial}{\partial z} (ww) = -\frac{1}{\rho} \frac{\partial P}{\partial z} + \left( \frac{\partial^2 w}{\partial x^2} + \frac{\partial^2 w}{\partial y^2} + \frac{\partial^2 w}{\partial z^2} \right)
\]  
(4)

Energy equation
\[
\frac{\partial}{\partial x} (uT) + \frac{\partial}{\partial y} (vT) + \frac{\partial}{\partial z} (wT) = k \frac{\rho C_p}{\rho} \left( \frac{\partial^2 T}{\partial x^2} + \frac{\partial^2 T}{\partial y^2} + \frac{\partial^2 T}{\partial z^2} \right)
\]  
(5)

The heat flow in the x, y, and z directions may be calculated from Fourier equation [11]:
\[
q_\perp = -kA \frac{\partial T}{\partial x}
\]  
(6)

The CFD is analytic thought the systems that have fluid flow and heat transfer and connect flow phenomena by means of programs of computer based on simulation. The technicality was very powerful and expanded a wide range of various applications. The field in a Finite Volume Method is split into a number of non-overlapping CV’s and take into considerations one CV’S a rounding each point in the grid. The differential equations are integrated over all CVs [12] [13]. The calculations of heat transfer, the hydraulic diameter and Reynolds number are calculated by s
\[
D_h = \frac{4(\text{free area})}{\text{watted perimeter}} - \frac{4s\text{rel}_h\text{Hch}}{2s(\text{rel}_h\text{Hch})}
\]  
(7)

\[
Re = \frac{\rho \nu d}{\mu}
\]  
(8)
In order to calculate the convective heat flux in a single-phase flow, one must monitor the mass flow rate and measure the difference of outlet and inlet temperatures of air contained in the cooling System

\[ Q = m \times C_p \times (T_{ain} - T_{aout}) \] (9)

\[ Q = m \times C_p \times (T_{ain} - T_{aout}) \] (8)

The aforementioned equation will provide the basic tools for interpreting and better understanding the significance of the acquired data, where the averaged heat transfer coefficients was defined as:

\[ h = \frac{Q}{A_s \times (T_w - T_b)} \] (10)

Where

\[ A_s = (2H + 2W) L \] (11)

The channel wall temperature, \( T_w \), is assumed to be uniform and equal to the average of the readings from the six thermocouples located in the copper test section. The average heat transfer coefficient is calculated as follows:

\[ T_b(Average \ bulk \ mean \ temperature) = \frac{T_{in} + T_{out}}{2} \] (12)

The corresponding average Nusselt number is defined as

\[ N_s = \frac{h \times D_h}{K} \] (13)

It is clear that if the velocity is defined at the scalar grid points, the pressure is not properly represented in the discretized momentum equation. A remedy for this problem is by using a staggered grid for the velocity components. The field in Finite Volume Method is split into a number of non-overlapping CV’s and take into considerations one CV’S a rounding each point in the grid. The differential equation is integrated over all CV’s [12] [13]. The more attractive advantage of the CV formula is that the resolution is resulting would imply, that the integral conservation of quantities, like energy, mass and momentum are properly contented overall and any group of CVs and of course on the whole arithmetic scale. This prosperity is for each number of grid points, not only in the sense of a limiting .when the number of network points is large after that, even the coarse mesh solution displays exact full balance. Show Fig. 2 Control volume for u-velocity. It is clear that if the velocity is defined at the scalar grid points, the pressure is not properly represented in the discretized momentum equation. A remedy for this problem is by using a staggered grid for the velocity components. The scalar variables are stored at the main grid points, while the velocity components are stored at staggered grids (the velocities are defined at the faces of control volumes).

4. Results and Discussion

The experimental and numerical results are shown and discussed. In the experimental part (block micro-channels), the studied parameters are duct inlet air velocities (2, 5, 7, 12, 20, 40, 60 m/s) in the channels, and the heater powers (1, 2, 3, 4 and 5 W). The inlet air velocity changed with fixed power for each case. The air inlet temperature of micro-
channels is the cooled room temperature and is fixed at 25°C. Fig. 3 shows the variation of air outlet temperature with inlet air velocity for different heater powers for experimental and numerical results. The difference seems acceptable. After this validation, the numerical results are extended, so the inlet velocity reached 60 m/s. Fig. 4 shows the variation of outlet temperature with inlet velocity up to 60 m/s for various heater powers. Fig. 5 shows that, the heat transfer coefficient increases with increases in velocity reaching a value of 225 W/m² °C at 60 m/s and power heater 5 W, which very high value for air flow. Fig. 6 gives isotherm contours of air flow through micro-channels. The inlet air of the microchannel has a constant temperature (25 °C). The temperature features are fully illustrated in the figure. The temperature of the flow increases, with x direction (flow direction) because of the hot walls. The flow of 20 m/s have higher temperature then 40 m/s then 60 m/s because of the lower velocity. Fig. 7 gives the flow field of the flow through micro-channel at $U_{Ch} = 60$ m/s. The developing of the boundary layer is clear in the figure. The outlet velocity seems fully developed.

5. Conclusions

1- The difference is about 2-3% between experimental and the numerical results.

2- The outlet velocity seems fully developed in the exit.

3- The outlet air temperature from micro-channel is increased as velocity decreased.

4- The heat transfer coefficient reaches a value of 225 W/m² °C at 60 m/s and power heater 5 W and the heat is seems penetrating the core of the flow.

![Fig. 1 Photograph of the Circuit](image-url)
Fig. 2 Control volume for u-velocity

Fig. 3 The comparison between experiential and numerical results for the variation of air outlet temperature with inlet air velocities for various power heater
Fig. 4 The variation of air outlet temperature with inlet air velocities for several heater powers

Fig. 5 Variation of heat transfer coefficient of with inlet air velocities at different heater powers
Fig. 6 Isotherm contours of air through micro-channel at power = 5 W, $U_{ch} = 20$ (c), 40 (b), 60 (a) m/s
Fig. 7 Flow field of air flow through micro-channel 3D, at \( U_{Ch} = 60 \) m/s

References


دراسة تجريبية وعددية لتعزيز معامل انتقال الحرارة في تدفق الهواء باستخدام القناة الصغرى

جلال محمد جليل
غادة عادل عزيز
أمجد علوان كاظم
قسم الهندسة الكهربائية، الجامعة التكنولوجية، بغداد، العراق

aamjed387@gmail.comjalamjail@gmail.com

الخلاصة

تم في هذا البحث دراسة حركة الهواء والانتقال الحراري في القناة الصغرى. شملت الدراسة تغيير السرعات وطاقة الهيبر. حيث أن ابعاد القناة الصغرى كانت الطول 0.1م، العرض 0.001م، ارتفاع 0.005م. تم مقارنة النتائج العملية والنظرية في بحث سابق لغاية سرعة 20م/س وطاقة الهيبر الذي تبنت اباعدهما بما يتناسب مع ابعاد القناة الصغرى لغاية 5W وكانت المقارنة مقبولة. في هذا البحث، تم تحديد النتائج عددياً للوصول إلى حفظ الكتلة stokes-Navier السرعة 60 (m/s). 60 استخدم في الحل العددي طريقة الحجوم المحددة لحل معادلات الزخم والطاقة. اظهرت النتائج ان معامل انتقال الحرارة ازداد إلى قيمة (C²=225W/m²K) للسرعة 60 (m/s).

الكلمات المفتاحية: - قناة مستطيلة، قناة الصغرى، CFD، معامل D3، معامل نقل الحرارة.